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ADDENDUM to EMERGENCY EXPRESS TERMS 
FOR 

PROPOSED BUILDING STANDARDS 
OF THE 

CALIFORNIA BUILDING STANDARDS COMMISSION (CBSC) 
 
REGARDING ADOPTION OF AMENDMENTS TO 2010 CALIFORNIA BUILDING STANDARDS CODE, 
TITLE 24, CALIFORNIA CODE OF REGULATIONS (CCR), PARTS 2, 3, 4, 5 and 6 IN TITLE 24, CCR, 

PART 11, 2010 CALIFORNIA GREEN BUILDING STANDARDS CODE 
 
Legend for Express Terms: 

1. 45-day and 15-day California amendment: Amended California language will appear with new 

words underlined, and omitted language will appear in strikeout. 

2.   Requested amended language:  Amended, adopted, or repealed language will appear in double 

underline and double strikeout and highlighted in a gray tone. 

3.   Reason for amendment:  The justifications for the change are shown after the proposed changes. 

4.   Notation:  Authority and reference citations have been provided in the 45-day express terms. 

5.   Code sections unchanged and not shown are represented by . . . 

 
. . . 
 

CHAPTER 5 
DIVISION 5.1 PLANNING AND DESIGN 

 
TABLE A5.106.8 

Maximum Allowable Backlight, Uplight and Glare (BUG) Ratings1, 2 

Allowable Rating 
Lighting 
Zone 1 

Lighting Zone 
2 

Lighting 
Zone 3 

Lighting 
Zone 4 

Maximum Allowedable Backlight Rating3     

Luminaire gGreater than 2 mounting heights (MH) 
from property line 

B3 No Limit B4 No Limit B5 No Limit B5 No Limit 

. . .     

Luminaire front hemisphere is 1 – 2 MH mounting 
height to any from property line 

G0 G1 G1 G2 

Luminaire front hemisphere is 0.5 – 1 MH mounting 
height to any from property line 

G0 G0 G1 G1 

Luminaire back hemisphere is lLess than 0.5 MH 
mounting height to any from property line 

G0 G0 G0 G1 

 
. . . 
 
Recommendation for “Approve as amended” 

CBSC requests that this editorial amendment be approved by the Commission as a clarification to the code user. 
 The intent was to substitute in all cases the acronym MH for “mounting height” to correspond to the IESNA table. 
 However, the MH was inadvertently omitted from the last two lines of the table.  The original change and the 
correction have no regulatory effect. 

 


