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BULK SAMPLE ANALYSIS REPORT

CLIENT: State Building
1350 Front Street LPR i 3 2005
San Diego, CA 92101
Attn: John Evans
ANALYSIS: Five Hundred and sixty-four bulk sample submitted for analysis of asbestos material.
ANALYTICAL
METHOD: Polarized Light Microscopy/Dispersion Staining, EPA 600 R-93/116
RESULTS
State Building
1350 Front Street
San Diego, CA 92101
February 16,17, 18, 2005
Lab Lab Sample Asbestos % by
Date LD. # Description Type Volume
02/21/05 190957 Basement Hallway Asbestos ND
White paint 1x1 ceiling tile, 1* layer Cellulose 1-2%
Sample #1, Friable Matrix Filler
02/21/05 190957-A Basement Hallway Asbestos ND
Brown 1x1ceiling tile, 2™ layer Cellulose 85-90%
Sample #1-A | Friable Matrix Filler
02/21/05 190958 Basement Hallway Asbestos ND
White paint 1x1 ceiling tile, 1** layer Cellulose 1-2%
Sample # 2, Friable Matrix Filler
02/21/05 190958-A Basement Hallway Asbestos ND
Brown 1x1ceiling tile, 2™ layer Cellulose 85-90%
Sample #2-A |, Friable Matrix Filler
02/21/05 190955 Basement Hallway Asbestos ND
White paint 1x1 ceiling tile, 1* layer Cellulose 1-2%
Sample #3 | Friable Matrix Filler
02/21/05 190959-A Basement Hallway Asbestos ND
Brown 1x1ceiling tile, 2™ layer Cellulose 85-90%
Sample #3-A | Friable Matrix Filler
02/21/05 190960 Basement Hallway Chrysotile 1-2%
Light brown floor tile 9x9, 1* layer Cellulose 1-2%
Sample #4 , Non-Friable Matrix Filler
02/21/05 190960-A Basement Hallway Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #4-A . Non-Friable Matrix Filler
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02/21/05 190961 Basement Hallway Chrysotile 1-2%
Light tan floor tile, 1* layer Cellulose 1-2%
Sample #5 , Non-Friable Matrix Filler
02/21/05 190961-A Basement Hallway Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #5-A | Non-Friable Matrix Filler
02/21/05 190962 Basement Hallway Chrysotile 1-2%
Light tan floor tile, 1* layer Cellulose 1-2%
Sample #6 . Non-Friable Matrix Filler
02/21/05 190962-A Basement Hallway Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #6-A , Non-Friable Matrix Filler
02/21/05 190963 Basement Men’s Locker Room Asbestos ND
White paint ceiling tile 1x, 1* layer Cellulose 1-2%
Sample # 7, Friable Matrix Filler
02/21/05 190963-A Basement Men's Locker Room Asbestos ND
Gray ceiling tile 1x, 2™ layer Cellulose 1-2%
Sample #7-A |, Friable Glass Fibers 75-80%
Matrix Filler
02/21/05 190963-B Basement Men's Locker Room Asbestos ND
Brown mastic, 3™ layer Cellulose 2-3%
Sample # 7-B, Friable Matrix Filler
02/21/05 190964 Basement Men’s Locker Room Asbestos ND
White paint ceiling, 1* layer Cellulose 1-2%
Sample #8 | Friable Matrix Filler
02/21/05 190964-A Basement Men’s Locker Room Asbestos ND
Gray ceiling tile1x, 2™ layer Cellulose 1-2%
Sample #8-A | Friable Glass Fibers 75-80%
Matrix Filler
02/21/05 190964-B Basement Men's Locker Room Asbestos ND
Brown mastic, 3 layer Cellulose 2-3%
Sample # §-B, Friable Matrix Filler
02/21/05 190965 Basement Men’s Locker Room Asbestos ND
White paint ceiling tile, 1¥ layer Cellulose 1-2%
Sample # 9, Friable Matrix Filler
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Lab Lab Sample Asbestos % by
Date ILD.# Description Type Volume
02/21/05 190965-A Basement Men’s Locker Room Asbestos ND
Gray ceiling tile 1x, 2™ layer Cellulose 1-2%
Sample #9-A | Friable Glass Fibers 75-80%
Matrix Filler
02/21/05 190965-B Basement Men’s Locker Room Asbestos ND
Brown mastic, 3" layer Cellulose 2-3%
Sample #9-B . Friable Matrix Filler
02/21/05 190966 Basement Auditorium Chrysotile 1-2%
Light tan floor tile 9x9, 1¥ layer Cellulose 1-2%
Sample #10, Non-Friable Matrix Filler
02/21/05 190966-A Basement Auditorium Chrysotile 3-4%
Black mastic, , 2™ layer Cellulose 2-3%
Sample #10-A, Non-Friable Matrix Filler
02/21/05 190967 Basement Auditorium Chrysotile 1-2%
Light tan floor tile, 1* layer Cellulose 1-2%
Sample #11, Non-Friable Matrix Filler
02/21/05 190967-A Basement Auditorium Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #11-A, Non-Friable Matrix Filler
02/21/05 190968 Basement Auditorium Chrysotile 3-4%
Light tan floor tile, 1* layer Cellulose 1-2%
Sample #12, Non-Friable Matrix Filler
02721/05 190968-A Basement Auditorium Chrysotile 3-4%
Black mastic 2™ layer Cellulose 2-3%
Sample #12-A, Non-Friable Matrix Filler
02/21/05 190969 Basement Auditorium Asbestos ND
White paint big hole peg board, 1* layer Cellulose 1-2%
Sample #13, Non-Friable Matrix Filler
02/21/05 190969-A Basement Auditorium Asbestos ND
Brown peg board, 2" layer Cellulose 2-3%
Sample #13-A, Non-Friable Man Made Fibers 85-90%
Matrix Filler
02/21/05 190970 Basement Auditorium Asbestos ND
White paint big hole peg board, 1* layer Cellulose 1-2%

Sample #14, Non-Friable Matrix Filler
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Lab Sample Asbestos % by
LD.# Description Type Volume
190970-A Basement Auditorium Asbestos ND
Brown peg board, 2™ layer Cellulose 2-3%
Sample #14-A, Non-Friable Man Made Fibers 85-90%
Matrix Filler
190971 Basement Auditorium Asbestos ND
White paint big hole peg board, 1* layer Cellulose 2-3%
Sample #15, Non-Friable Matrix Filler
190971-A Basement Auditorium Asbestos ND
Brown peg board, 2™ layer Cellulose 2-3%
Sample #15-A, Non-Friable Man Made Fibers 85-90%
Matrix Filler
190972 Basement Auditorium Asbestos ND
White paint small hole peg board, 1* layer Cellulose 1-2%
Sample #16, Non-Friable Matrix Filler
190972-A Basement Auditorium Asbestos ND
Brown peg board, 2™ layer Cellulose 85-90%
Sample #16-A, Non-Friable Matrix Filler
190973 Basement Auditorium Asbestos ND
White paint small hole peg board, 1¥ layer Cellulose 1-2%
Sample #17, Non-Friable Matrix Filler
190973-A Basement Auditorium Asbestos ND
Brown peg board, 2™ layer Cellulose 2-3%
Sample #17-A, Non-Friable Matrix Filler
190974 Basement Auditorium Asbestos ND
White paint small hole peg board, 1¥ layer Cellulose 1-2%
Sample #18, Non-Friable Matrix Filler
190974-A Basement Auditorium Asbestos ND
Brown peg board, 2™ layer Cellulose 2-3%
Sample #18-A, Non-Friable Matrix Filler
190975 Basement B-156 Asbestos ND
Light beige floor tile 12x12, 1% layer Cellulose 1-2%
Sample #19 , Non-Friable Matrix Filler
190975-A Basement B-156 Asbestos ND
Yellow mastic. 2™ layer Cellulose 2-5%
Sample #19-A, Non-Friable Matrix Filler
190975-B Basement B-156 Chrysotile 1-2%
Black mastic, 3 layer Cellulose 4-0%
Sample #19-B, Non-Friable Matrix Filler
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02/21/05 190976 Basement B-156 Asbestos ND
Light beige floor uile 12x12, 1* layer Cellulose 1-2%
Sample #20, Non-Friable Matrix Filler
02/21/05 190976-A Basement B-156 Asbestos ND
Yellow mastic, 2™ layer Cellulose 2-5%
Sample #20-A, Non-Friable Matrix Filler
02/21/05 190976-B Basement B-156 Chrysotile 1-2%
Black mastic, 3" layer Cellulose 4-6%
Sample #20-B , Non-Friable Matrix Filler
02/21/05 190977 Basement B-156 Asbestos ND
Light beige floor tile 12x12, 1% layer Cellulose 1-2%
Sample #21. Non-Friable Matrix Filler
02/21/05 190977-A Basement B-156 Asbestos ND
Yellow mastic, 2™ layer Cellulose 2-5%
Sample #21-A, Non-Friable Matrix Filler
02/21/05 190977-B Basement B-156 Chrysotile 1-2%
Black mastic, 3" layer Cellulose 4-6%
Sample #21-B, Non-Friable Marrix Filler
02/21/05 190978 Basement B-156 Chrysotile 2-3%
Dark tan floor tile 9x9, 1* layer Cellulose 1-2%
Sample #22, Non-Friable Matrix Filler
02/21/05 190978-A Basement B-156 Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #22-A, Non-Friable Matrix Filler
02/21/05 190979 Basement B-156 Chrysotile 2-3%
Dark tan floor tile, 1* layer Cellulose 1-2%
Sample #23, Non-Friable Matrix Filler
02/21/05 190979-A Basement B-156 Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #23-A, Non-Friable Matrix Filler
02/21/05 190980 Basement B-156 Chrysotile 2-3%
Dark tan floor tile, 1* layer Cellulose 1-2%
Sample #24, Non-Friable Matrix Filler
02/21/05 190980-A Basement B-156 Chrysotile 3-4%
Black mastic, 2" layer Cellulose 2-3%

Sample #24-A, Non-Friable Matrix Filler
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Date ID. # Description Type Volume
02/21/05 190981 Basement B-156 Chrysotile 2-3%
Dark tan floor tile, 1* layer Cellulose 1-2%
Sample #25, Non-Friable Matrix Filler
02/21/05 190981-A Basement B-156 Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #25-A, Non-Friable Matrix Filler
02/21/05 190982 Basement B-156 Chrysotile 2-3%
Dark tan floor tile, 1* layer Cellulose 1-2%
Sample #26, Non-Friable Matrix Filler
02/21/05 190982-A Basement B-156 Chrysotile 2-3%
Light tan floor tile, 2™ layer Cellulose 1-2%
Sample #26-A, Non-Friable Matrix Filler
02/21/05 190983 Basement B-156 Chrysotile 2-3%
Light tan floor tile, 1¥ layer Cellulose 1-2%
Sample #27, Non-Friable Matrix Filler
02/21/05 190983-A Basement B-156 Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #27-A, Non-Friable Matrix Filler
02/21/05 190984 Basement B-160, Carpenter/Paint Shop Chrysotile 50-60%
Gray fire proofing insulation Cellulose 1-2%
Sample #28, Friable Glass Fibers 10-15%
Matrix Filler
02/21/05 190985 Basement B-160, Carpenter/Paint Shop Chrysotile 50-60%
Gray fire proofing insulation Cellulose 1-2%
Sample #29, Friable Glass Fibers 10-15%
Matrix Filler
02/21/05 190986 Basement B-160. Carpenter/Paint Shop Chrysotile 50-60%
Gray fire proofing insulation Cellulose 1-2%
Sample #30, Friable Glass Fibers 10-15%
Matrix Filler
02/21/05 190987 Basement B-160, Men’s Locker Room Chrysotile 2-3%
Dark tan 9x9 floor tile, 1* layer Cellulose 1-2%
Sample #31, Non-Friable Matrix Filler
02/21/05 190987-A Basement B-160, Men’s Locker Room Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #31-A, Non-Friable Matrix Filler
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02/21/05 190988 Basement B-160, Men’s Locker Room Chrysotile 2-3%
Dark tan 9x9 floor tile, 1* layer Cellulose 1-2%
Sample #32, Non-Friable Matrix Filler
02/21/05 190988-A Basement B-160, Men's Locker Room Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #32-A, Non-Friable Matrix Filler
02/21/05 190989 Basement B-160, Men’s Locker Room Chrysotile 2-3%
Dark tan 9x9 floor tile, 1* layer Cellulose 1-2%
Sample #33, Non-friable Matrix Filler
02/21/05 190989-A Basement B-160, Men’s Locker Room Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #33A, Non-friable Matrix Filler
02/21/05 190990 Basement B-165, Break Room Chrysotile 1-2%
Dark tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #34, Non-friable Matrix Filler
02/21/05 190990-A Basement B-165, Break Room Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #34A, Non-friable Matrix Filler
02/21/05 190991 Basement B-165, Break Room Chrysotile 2-3%
Dark tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #35, Non-friable Matrix Filler
02/21/05 190991-A Basement B-165, Break Room Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #35A, Non-friable Matrix Filler
02/21/05 190992 Basement B-165, Break Room Chrysotile 2-3%
Dark tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #36, Non-friable Matrix Filler
02/21/05 190992-A Basement B-165, Break Room Chrysotile 3-4%
Black mastic, Non-friable Cellulose 2-3%
Sample #36A, Non-friable Matrix Filler
02/21/05 190993 Basement B-165, Break Room Asbestos ND
White wall plaster Cellulose 1-2%
Sample #37, Non-friable Matrix Filler
02/21/05 190994 Basement B-165, Break Room Asbestos ND
White wall plaster Cellulose 1-2%

Sample #38. Non-friable Matrix Filler
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02/21/05 190995 Basement B-165, Break Room Asbestos ND
White wall plaster Cellulose 1-2%
Sample #39, Non-friable Matrix Filler
02/21/05 190996 1* floor Mens Restroom Asbestos ND
Off white linoleum, 1* layer Cellulose 1-2%
Sample #40, Non-friable Matrix Filler
02/21/05 190996-A 1* floor Mens Restroom Asbestos ND
Tan backing, 2™ layer Cellulose 35-40%
Sample #40A, Non-friable Matrix Filler
02/21/05 190996-B 1* floor Mens Restroom Asbestos ND
Yellow mastic, 3™ layer Cellulose 2-3%
Sample #40B, Non-friable Matrix Filler
02/21/05 190997 1 floor Mens Restroom Asbestos ND
Off white linoleum, 1* layer Cellulose 1-2%
Sample #41, Non-friable Matrix Filler
02/21/05 190997-A 1* floor Mens Restroom Asbestas ND
Tan backing, 2™ layer Cellulose 35-40%
Sample #41 A, Non-friable Martrix Filler
02/21/05 190997-B 1* floor Mens Restroom Asbestos ND
Yellow mastic, 3™ layer Cellulose 2-3%
Sample #41B, Non-friable Matrix Filler
02/21/05 190998 1* floor Mens Restroom Asbestos ND
Off white linoleum, 1* layer Cellulose 1-2%
Sample #42, Non-friable Matrix Filler
02/21/05 190998-A 1* floor Mens Restroom Asbestos ND
Tan backing, 2™ layer Cellulose 35-40%
Sample #42 A, Non-friable Matrix Filler
02/21/05 190998-B 1* floor Mens Restroom Asbestos ND
Yellow mastic, Non-friable Cellulose 2-3%
Sample #42B, Non-friable Matrix Filler
02/21/05 190999 2™ floor Mens Restroom Entryway Chrysotile 2-3%
Tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #43, Non-friable Matrix Filler
02/21/05 190999-A 2™ floor Mens Restroom Entryway Chrysotile 3-4%
Black mastic, 2" layer Cellulose 2-3%

Sample #43A, Non-friable Matrix Filler
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02/21/05 191000 2™ floor Mens Restroom Entryway Chrysotile 2-3%
Tan 9 X 9 floor tile, 1¥ layer Cellulose 1-2%
Sample #44. Non-friable Matrix Filler
02/21/05 191000-A 2" floor Mens Restroom Entryway Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #44 A, Non-friable Matrix Filler
02/21/05 191001 2™ floor Mens Restroom Entryway Chrysotile 2-3%
Tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #45, Non-friable Matrix Filler
02/21/05 191001-A 2™ floor Mens Restroom Entryway Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #45A, Non-friable Matrix Filler
02/21/05 191002 2™ floor Mens Restroom Main Area Asbestos ND
White paint 1 X 1 ceiling tile, 1* layer Cellulose 1-2%
Sample #46, Non-friable Matrix Filler
02/21/05 191002-A 2™ floor Mens Restroom Main Area Asbestos ND
Gray ceiling tile, 2™ layer Cellulose 1-2%
Sample #46A, Non-friable Matrix Filler
02/21/05 191003 2" floor Mens Restroom Main Area Asbestos ND
White paint 1 X 1 ceiling tile, 1¥ layer Cellulose 1-2%
Sample #47, Non-friable Matrix Filler
02/21/05 191003-A 2" floor Mens Restroom Main Area Asbestos ND
Gray ceiling tile, 2™ layer Cellulose 1-2%
Sample #47A, Non-friable Matrix Filler
02/21/05 191004 2™ floor Mens Restroom Main Area Asbestos ND
White paint 1 X 1 ceiling tile, 1* layer Cellulose 1-2%
Sample #48, Non-friable Matrix Filler
02/21/05 191004-A 2™ floor Mens Restroom Main Area Asbestos ND
Gray ceiling tile, 2™ layer Cellulose 1-2%
Sample #48 A, Non-friable Matrix Filler
02/21/05 191005 3" floor Mens Restroom Entryway Chrysotile 1-2%
Tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #49, Non-friable Matrix Filler
02/21/03 191005-A 3" floor Mens Restroom Entryway Chrysotile 3-4%,
Black mastic, 2™ layer Cellulose 2-3%

Sample #49A, Non-friable Matrix Filler
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02/21/05 191006 3" floor Mens Restroom Entryway Chrysotile 1-2%
Tan 9 X 9 floor tile, 1% layer Cellulose 1-2%
Sample #50, Non-friable Matrix Filler
02/21/05 191006-A 3™ floor Mens Restroom Entryway Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #50A, Non-friable Matrix Filler
02/21/05 191007 3" floor Mens Restroom Entryway Chrysotile 1-2%
Tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #51, Non-friable Matrix Filler
02/21/05 191007-A 3" floor Mens Restroom Entryway Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #51 A, Non-friable Matrix Filler
02/21/05 191008 3" floor Mens Restroom Main Area Asbestos ND
White paint 1 X 1 ceiling tile, 1* layer Cellulose 1-2%
Sample #52. Non-friable Matrix Filler
02/21/05 191008-A 3™ floor Mens Restroom Main Area Asbestos ND
Gray ceiling tile, 2™ layer Cellulose 1-2%
Sample #52 A, Non-friable Glass fibers 80-85%
Matrix Filler
02/21/05 191009 3" floor Mens Restroom Main Area Asbestos ND
White paint 1 X 1 ceiling tile, 1¥ layer Cellulose 1-2%
Sample #53, Non-friable Matrix Filler
02/21/05 191009-A 3™ floor Mens Restroom Main Area Asbestos ND
Gray ceiling tile, 2™ layer Cellulose 1-2%
Sample #53 A, Non-friable Glass fibers 80-85%
Matrix Filler
02/21/05 191010 3" floor Mens Restroom Main Area Asbestos ND
White paint 1 X 1 ceiling tile, 1% layer Cellulose 2-3%
Sample #54, Non-friable Matrix Filler
02/21/05 191010-A 3" floor Mens Restroom Main Area Asbestos ND
Gray ceiling tile, 2™ layer Cellulose 1-2%
Sample #54 A, Non-friable Glass fibers 80-85%
Matrix Filler
02/21/05 191011 4™ floor, Room 4028 Asbestos ND
White paint 1 X 2 ceiling tile, 1* layer Cellulose 1-2%
Sample #5335, Non-friable Matrix Filler
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02/21/05 191011-A 4™ floor, Room 4028 Asbestos ND
Tan ceiling tile, 2™ layer Cellulose 35-40%
Sample #55A, Non-friable Glass fibers 25-30%
Matrix Filler
02/21/05 191012 4" floor, Room 4028 Asbestos ND
White paint 1 X 2 ceiling tile, 1% layer Cellulose 1-2%
Sample #56. Non-friable Matrix Filler
02/21/05 191012-A 4" floor, Room 4028 Asbestos ND
Tan ceiling tile, 2™ layer Cellulose 35-40%
Sample #56A, Non-friable Glass fibers 25-30%
Matrix Filler
02/21/05 191013 4™ floor, Room 4028 Asbestos ND
White paint 1 X 2 ceiling tile, 1* laver Cellulose 1-2%
Sample #57, Non-friable Matrix Filler
02/21/05 191013-A 4" floor, Room 4028 Asbestos ND
Tan ceiling tile, 2" layer Cellulose 35-40%
Sample #57A, Non-friable Glass fibers 25-30%
Matrix Filler
02/21/05 191014 4™ floor, Room 4028 behind Cafeteria Asbestos ND
White paint 1 X 2 ceiling tile, 1* layer Cellulose 1-2%
Sample #58, Non-friable Matrix Filler
02/21/05 191014-A 4™ floor, Room 4028 behind Cafeteria Asbestos ND
White ceiling tile, 2™ layer Cellulose 1-2%
Sample #58A, Non-friable Foam 85-90%
Matrix Filler
02/21/05 191015 4™ floor, Room 4028 behind Cafeteria Asbestos ND
White paint 1 X 2 ceiling tile, 1* layer Cellulose 1-2%
Sample #59, Non-friable Matrix Filler
02/21/05 191015-A 4™ floor, Room 4028 behind Cafeteria Asbestos ND
White 1 X 2 ceiling tile, 2™ layer Cellulose 1-2%
Sample #59A, Non-friable Foam 85-90%
Matrix Filler
02/21/05 191016 4™ floor, Room 4028 behind Cafeteria Asbestos ND
White paint | X 2 ceiling tile, 1% layer Cellulose 1-2%
Sample #60, Non-friable Matrix Filler
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02/21/05 191016-A 4" floor, Room 4028 behind Cafeteria Asbestos ND
White ceiling tile, 2™ layer Cellulose 1-2%
Sample #60A, Non-friable Foam 85-90%
Matrix Filler
02/21/05 191017 4" floor Entrance Womens Restroom Chrysotile 2-3%
Tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #61, Non-friable Matrix Filler
02/21/05 191017-A 4™ floor Entrance Womens Restroom Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #61 A, Non-friable Matrix Filler
02/21/05 191018 4™ floor Entrance Womens Restroom Chrysotile 2-3%
Tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #62, Non-friable Matrix Filler
02/21/05 191018-A 4" floor Entrance Womens Restroom Chrysotile 3-4%
Black mastic, 2™ Jayer Cellulose 2-3%
Sample #62 A, Non-friable Matrix Filler
02/21/05 191019 4" floor Entrance Womens Restroom Chrysotile 2-3%
Tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #63, Non-friable Matrix Filler
02/21/05 191019-A 4" floor Entrance Womens Restroom Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #63 A, Non-friable Matrix Filler
02/21/05 191020 4" floor Entrance to Stairway Chrysotile 2-3%
Brown 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #64. Non-friable Matrix Filler
02/21/05 191020-A 4™ floor Entrance to Stairway Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #64A, Non-friable Matrix Filler
02/21/05 191021 4" floor Entrance to Stairway Chrysotile 2-3%
Brown 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #65, Non-friable Matrix Filler
02/21/05 191021-A 4" floor Entrance to Stairway Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #65A. Non-friable Matrix Filler
02/21/05 191022 4" floor Entrance to Stairway Chrysotile 2-3%
Brown 9 X 9 floor tile, 1* layer Cellulose 1-2%

Sample #66, Non-friable Matrix Filler
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02/21/05 191022-A 4™ floor Entrance to Stairway Chrysotile 3-4%
Black mastic, 2" layer Cellulose 2-3%
Sample #66A, Non-friable Matrix Filler
02/21/05 191023 4™ floor Cafeteria Asbestos ND
White paint 2 X 2 ceiling tile, 1% layer Cellulose 1-2%
Sample #67, Non-friable Matrix Filler
02/21/05 191023-A 4" floor Cafeteria Asbestos ND
Brown 2 X 2 ceiling tile, 2™ layer Cellulose 35-40%
Sample #67A, Non-friable Glass fibers 25-30%
Matrix Filler
02/21/05 191024 4™ floor Cafeteria Asbestos ND
White paint 2 X 2 ceiling tile, 1¥ layer Cellulose 1-2%
Sample #68, Non-friable Matrix Filler
02/21/05 191024-A 4™ floor Cafeteria Asbestos ND
Brown 2 X 2 ceiling tile, 2™ layer Cellulose 35-40%
Sample #68A, Non-friable Glass fibers 25-30%
Matrix Filler
02/21/05 191025 4™ floor Cafeteria Asbestos ND
White paint 2 X 2 ceiling tile, 1* layer Cellulose 1-2%
Sample #69, Non-friable Matrix Filler
02/21/05 191025-A 4™ floor Cafeteria Asbestos ND
Brown 2 X 2 ceiling tile, 2™ layer Cellulose 35-40%
Sample #69A. Non-friable Glass fibers 25-30%
Matrix Filler
02/21/05 191026 5™ floor Lunch Room #5051 Asbestos ND
Brown 12 X 12 floor tile, 1* layer Cellulose 1-2%
Sample #70, Non-friable Matrix Filler
02/21/05 191026-A 5™ floor Lunch Room #5051 Chrysotile 3-4%
Black mastic, 2" layer Cellulose 2-3%
Sample #70A, Non-friable Matrix Filler
02/21/05 191027 5" floor Lunch Room #5051 Asbestos ND
Brown 12 X 12 floor tile, 1* layer Cellulose 1-2%
Sample #71, Non-friable Matrix Filler
02/21/05 191027-A 5" floor Lunch Room #5051 Chrysotile 3-4%
Black mastic. 2" layer Cellulose 2-3%
Sample #71A. Non-friable Matrix Filler
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02/21/05 191028 5" floor Lunch Room, #5051 Asbestos ND
Brown 12 X 12 floor tile, 1¥ layer Cellulose 1-2%
Sample #72, Non-friable Matrix Filler
02/21/05 191028-A 5™ floor Lunch Room $5051 Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #72A, Non-friable Matrix Filler
02/21/05 191029 5™ floor Mens Restroom Entryway Chrysotile 1-2%
Tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #73, Non-friable Matrix Filler
02/21/05 191029-A 5" floor Mens Restroom Entryway Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 3-4%
Sample #73A, Non-friable Matrix Filler
02/21/05 191030 5" floor Mens Restroom Entryway Chrysotile 1-2%
Tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #74, Non-friable Matrix Filler
02/21/05 191030-A 5™ floor Mens Restroom Entryway Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #74A, Non-friable Matrix Filler
02/21/05 191031 5" floor Mens Restroom Entryway Chrysotile 1-2%
Tan 9 X 9 floor tile, 1¥ layer Cellulose 1-2%
Sample #75, Non-friable Matrix Filler
02/21/05 191031-A 5" floor Mens Restroom Entryway Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #75A, Non-friable Matrix Filler
02/21/05 191032 5" floor Mens Restroom Main Area Asbestos ND
White paint 1 X 1 ceiling tile, 1* layer Cellulose 1-2%
Sample #76, Non-friable Matrix Filler
02/21/05 191032-A 5" floor Mens Restroom Main Area Asbestos ND
Gray 1 X 1 ceiling tile, 2™ layer Cellulose 5-10%
Sample #76A, Non-friable Glass fibers 55-60%
Matrix Filler
02/21/05 191033 5" floor Mens Restroom Main Area Asbestos ND
White paint 1 X 1 ceiling tile, 1* layer Cellulose 1-2%

Sample #77, Non-friable Matrix Filler
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02/21/05 191033-A 5™ floor Mens Restroom Main Area Asbestos ND
Gray 1 X 1 ceiling tile, 2" layer Cellulose 5-10%
Sample #77A, Non-{riable Glass fibers 55-60%
Matrix Filler
02/21/05 191034 5™ floor Mens Restroom Main Area Asbestos ND
White paint 1 X 1 ceiling tile, 1* layer Cellulose 1-2%
Sample #78, Non-friable Matrix Filler
02/21/05 191034-A 5™ floor Mens Restroom Main Area Asbestos ND
Gray 1 X 1 ceiling tile, 2" layer Cellulose 5-10%
Sample #78A, Non-friable Glass fibers 55-60%
Matrix Filler
02/21/05 191035 6™ floor Mens Restroom Entryway Chrysotile 1-2%
Tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #79, Non-friable Matrix Filler
02/21/05 191035-A 6" floor Mens Restroom Entryway Chrysotile 3-4%
Black mastic, 2" layer Cellulose 2-3%
Sample #79A, Non-friable Matrix Filler
02/21/05 191036 6™ floor Mens Restroom Entryway Chrysotile 1-2%
Tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #80, Non-friable Matrix Filler
02/21/05 191036-A 6" floor Mens Restroom Entryway Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #80A, Non-friable Matrix Filler
02/21/05 191037 6™ floor Mens Restroom Entryway Chrysotile 1-2%
Tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #81, Non-friable Matrix Filler
02/21/05 191037-A 6" floor Mens Restroom Entryway Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #81A, Non-friable Matrix Filler
02/21/05 191038 6" floor Mens Restroom Asbestos ND
White paint 1 X 1 ceiling tile, 1*' layer Cellulose 1-2%
Sample #82, Non-friable Matrix Filler
02/21/05 191038-A 6" floor Mens Restroom Asbestos ND
Gray 1 X 1 ceiling tile, 2" layer Cellulose 5-10%
Sample #82A, Non-friable Glass fibers 55-60%
Matrix Filler
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02/21/05 191039 6" floor Mens Restroom Asbestos ND
White paint 1 X 1 ceiling tile, 1% layer Cellulose 1-2%
Sample #83, Non-friable Matrix Filler
02/21/05 191039-A 6" floor Mens Restroom Asbestos ND
Gray 1 X 1 ceiling tile, 2™ layer Cellulose 5-10%
Sample #83 A, Non-friable Glass fibers 55-60%
Matrix Filler
02/21/05 191040 6™ floor Mens Restroom Asbestos ND
White paint 1 X 1 ceiling tile, 1* layer Cellulose 1-2%
Sample #84, Non-friable Matrix Filler
02/21/05 191040-A 6" floor Mens Restroom Asbestos ND
Gray 1 X 1 ceiling tile, 2" layer Cellulose 5-10%
Sample #84A, Non-friable Glass fibers 55-60%
Matrix Filler
02/21/05 191041 6" floor Janitors Closet Asbestos ND
Beige vinyl, 1* layer Cellulose 1-2%
Sample #85, Non-friable Matrix Filler
02/21/05 191041-A 6" floor Janitors Closet Asbestos ND
Tan backing, 2™ layer Cellulose 25-30%
Sample #85A, Non-friable Glass fibers 15-20%
Matrix Filler
02/21/05 191041-B 6" floor Janitors Closet Asbestos ND
Clear glue, 3™ layer Cellulose 2-3%
Sample #85B, Non-friable Matrix Filler
02/21/05 191042 6" floor Janitors Closet Asbestos ND
Beige vinyl, 1* layer Cellulose 1-2%
Sample #86, Non-friable Matrix Filler
02/21/05 191042-A 6™ floor Janitors Closet Asbestos ND
Tan backing, 2™ layer Cellulose 25-30%
Sample #80A, Non-friable Glass fibers 15-20%
Matrix Filler
02/21/05 191042-B 6™ floor Janitors Closet Asbestos ND
Clear glue, 3° layer Cellulose 2-3%
Sample #86B. Non-friable Matrix Filler
02/21/05 191043 6™ floor Janitors Closet Asbestos ND
Beige vinyl, 1* layer Cellulose 1-2%
Sample #87, Non-friable Matrix Filler
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02/21/05 191043-A 6" floor Janitors Closet Asbestos ND
Tan backing, 2" layer Cellulose 25-30%
Sample #87 A, Non-friable Glass fibers 15-20%
Matrix Filler
02/21/05 191043-B 6" floor Janitors Closet Asbestos ND
Clear glue, 3™ layer Cellulose 2-3%
Sample #87B, Non-friable Matrix Filler
02/21/05 191044 7" floor Ceiling, Except Fan Room Chrysotile 25-30%
Beige fireproofing material Cellulose 1-2%
Sample #88, Friable Glass fibers 45-50%
Matrix Filler
02/21/05 191045 7" floor Ceiling, Except Fan Room Chrysotile 25-30%
Beige fireproofing material Cellulose 1-2%
Sample #89, Friable Matrix Filler
02/21/05 191046 7" floor Ceiling, Except Fan Room Chrysotile 25-30%
Beige fireproofing material Cellulose 1-2%
Sample #90, Friable Matrix Filler
02/21/05 191047 7" floor Engine Room Office Chrysotile 1-2%
Tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #91, Non-friable Matrix Filler
02/21/05 191047-A 7" floor Engine Room Office Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #91A, Non-friable Matrix Filler
02/21/05 191048 7" floor Engine Room Office Chrysotile 1-2%
Tan 9 X 9 floor tile, 1* layer Cellulose 1-2%
Sample #92, Non-friable Matrix Filler
02/21/05 191048-A 7" floor Engine Room Office Chrysotile 3-4%
Black mastic, 2™ layer Cellulose 2-3%
Sample #92A, Non-friable Matrix Filler
02/21/05 191049 7" floor Engine Room Office Chrysotile 1-2%
Tan 9 X 9 floor tile, 1¥ layer Cellulose 1-2%
Sample #93. Non-friable Matrix Filler
02/21/05 191049-A 7" floor Engine Room Office Chrysotile 3-4%
Black mastic, 2" layer Cellulose 2-3%
Sample #93A., Non-friable Matrix Filler
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191050 7" floor Engine Room Office Asbestos ND
White paint 1 X 1 ceiling tile, 1* layer Cellulose 1-2%
Sample #94, Non-friable Matrix Filler
191050-A 7" floor Engine Room Office Asbestos ND
Gray 1 X 1 ceiling tile, 2™ Jayer Cellulose 5-10%
Sample #94 A, Non-friable Glass fibers 55-60%
Matrix Filler
191051 7" floor Engine Room Office Asbestos ND
White paint 1 X 1 ceiling tile, 1* layer Cellulose 1-2%
Sample #95, Non-friable Matrix Filler
191051-A 7™ floor Engine Room Office Asbestos ND
Gray 1 X 1 ceiling tile, 2™ layer Cellulose 5-10%
Sample #95A, Non-friable Glass fibers 55-60%
Matrix Filler
191052 7™ floor Engine Room Office Asbestos ND
White paint 1X Iceiling tile, 1* layer Cellulose 1-2%
Sample #96, Non-friable Matrix Filler
191052-A 7" floor Engine Room Office Asbestos ND
Gray 1 X Iceiling tile, 2™ layer Cellulose 5-10%
Sample #96A, Non-friable Glass fibers 55-60%
Matrix Filler
191053 7" floor Compressor Room Asbestos ND
Green paint wall material, 1* layer Cellulose 1-2%
Sample #97, Non-friable Matrix Filler
191053-A 7" floor Compressor Room Asbestos ND
White wall plaster, 2™ layer Cellulose 1-2%
Sample #97A, Non-friable Matrix Filler
191054 7% floor Compressor Room Asbestos ND
Green paint wall material, 1* layer Cellulose 1-2%
Sample #98, Non-friable Matrix Filler
191054-A 7" floor Compressor Room Asbestos ND
White wall plaster, 2™ layer Cellulose 1-2%
Sample #98 A, Non-friable Matrix Filler
191055 7" floor Compressor Room Asbestos ND
Green paint wall material, 1* layer Cellulose 1-2%

Sample #99, Non-friable Matrix Filler
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191055-A 7™ floor Compressor Room Asbestos ND
White wall plaster, 2™ layer Cellulose 1-2%
Sample #99A, Non-friable Matrix Filler
191056 7® floor Supply Fan Room #1 Asbestos ND
Sky blue fireproofing Cellulose 35-40%
Sample #100, Friable Matrix Filler
191057 7™ floor Supply Fan Room #1 Asbestos ND
Sky blue fireproofing Cellulose 35-40%
Sample #101, Friable Matrix Filler
191058 7" floor Supply Fan Room #1 Asbestos ND
Sky blue fireproofing Cellulose 35-40%
Sample #102, Friable Matrix Filler
191059 7™ floor Supply Fan Room #2 Asbestos ND
Silver vibration joint Cellulose 2-3%
Sample #103, Friable Glass fibers 85-90%
Matrix Filler
191060 7" floor Supply Fan Room #2 Asbestos ND
Silver vibration joint Cellulose 2-3%
Sample #104, Friable Glass fibers 85-90%
Matrix Filler
191061 7" floor Supply Fan Room #2 Asbestos ND
Silver vibration joint Cellulose 2-3%
Sample #1035, Friable Glass fibers 85-90%
Matrix Filler
191062 7" floor Supply Fan Room #2 Asbestos ND
Sky blue fireproofing Cellulose 35-40%
Sample #106, Friable Matrix Filler
191063 7" floor Supply Fan Room #2 Asbestos ND
Sky blue fireproofing Cellulose 35-40%
Sample #107, Friable Matrix Filler
191064 7" floor Supply Fan Room #2 Asbestos ND
Sky blue fireproofing Cellulose 35-40%
Sample #108, Friable Matrix Filler
191065 7™ floor Supply Fan Room #2 Asbestos ND
Black tar wall insulation, 1* layer Cellulose 1-2%
Sample #109, Non-friable Matrix Filler
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02/21/05 191065-A 7" floor Supply Room #2 Asbestos ND
Yellow insulation wall, 2™ layer Cellulose 1-2%
Sample #109A, Friable Glass fibers 85-90%
Matrix Filler
02/21/05 191066 7" floor Supply Room #2 Asbestos ND
Black tar wall insulation, 1¥ layer Cellulose 1-2%
Sample #110, Non-friable Matrix Filler
02/21/05 191066-A 7" floor Supply Room #2 Asbestos ND
Yellow insulation wall, 2™ layer Cellulose 1-2%
Sample #110-A, Friable Glass fibers 85-90%
Matrix Filler
02/22/05 191067 7™ floor Supply Room #2 Asbestos ND
Black tar wall msulation, 1* layer Cellulose 1-2%
Sample #111, Non-friable Matrix Filler
02/22/05 191067-A 7" floor Supply Room #2 Asbestos ND
Yellow insulation wall, 2™ layer Cellulose 1-2%
Sample #111A, Friable Glass fibers 85-90%
Matrix Filler
02/22/05 191068 7™ floor Asbestos ND
Silver paint vibration joint, 1* layer Cellulose 2-3%
Sample #112, Non-friable Matrix Filler
02/22/05 191068-A 7" floor Asbestos ND
White weave vibration joint, 2™ layer Cellulose 1-2%
Sample #112, Friable Glass fibers §5-90%
Matrix Filler
02/22/05 191069 7* floor Asbestos ND
Silver paint vibration joint, 1* layer Cellulose 2-3%
Sample #113, Non-friable Matrix Filler
02/22/05 191069-A 7* floor Asbestos ND
White weave vibration joint, 2™ layer Cellulose 1-2%
Sample #113 A, Friable Glass fibers 85-90%
Matrix Filler
02/22/05 191070 7" floor Asbestos ND
Silver paint vibration joint, 1* layer Cellulose 2-3%
Sample #114, Non-friable Matrix Filler
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02/22/05 191070-A 7" floor Asbestos ND
White weave vibration joint, 2™ layer Cellulose 1-2%
Sample #114A, Friable Glass fibers 85-90%
: Matrix Filler
02/22/05 191071 7% floor by §-2 Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #1135, Non-friable Matrix Filler
02/22/05 191071-A 7™ floor by S-2 Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #115A, Non-friable Matrix Filler
02/22/05 191071-B 7" floor by S-2 Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #115B, Non-friable Matrix Filler
02/22/05 191072 7" floor by S-2 Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #116, Non-friable Matrix Filler
02/22/05 191072-A 7" floor by S-2 Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #116A, Non-friable Matrix Filler
02/22/05 191072-B 7™ floor by S-2 Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #116B, Non-friable Matrix Filler
02/22/05 191073 7" floor by S-2 Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #117, Non-friable Matrix Filler
02/22/05 191073-A 7" floor by S-2 Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #1 17A, Non-friable Matrix Filler
02/22/05 191073-B 7" floor by S-2 Asbestos ND
Blue foam msulation, 3™ layer Cellulose 1-2%
Sample #117B, Non-friable Matrix Filler
02/22/05 191074 7" floor by S-2. 12" Insulation Asbestos ND
Silver paint cover, 1¥ layer Cellulose 1-2%
Sample #118, Non-friable Matrix Filler
02/22/05 191074-A 7" floor by S-2, 12" Insulation Asbestos ND
White weave cover, 2" layer Cellulose 80-85%

Sample #118A, Non-friable Matrix Filler
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02/22/05 191074-B 7" floor by S-2. 12" Insulation Chrysotile 15-20%
White insulation, 3™ layer Amosite 5-10%
Sample #118B, Friable Cellulose 2-3%
Glass fibers 5-10%
Matrix Filler
02/22/05 191075 7" floor by S-2, 12" Insulation Asbestos ND
Silver paint cover, 1% layer Cellulose 1-2%
Sample #119, Non-friable Matrix Filler
02/22/05 191075-A 7" floor by S-2, 12" Insulation Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #119A, Non-friable Matrix Filler
02/22/05 191075-B 7" floor by S-2, 12" Insulation Chrysotile 15-20%
White insulation, 3™ layer Amosite 5-10%
Sample #119B, Friable Cellulose 2-3%
Glass fibers 5-10%
Matrix Filler
02/22/05 191076 7" floor by S-2, 12" Insulation Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #120, Non-friable Matrix Filler
02/22/05 191076-A 7™ floor by S-2, 12" Insulation Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #120A, Non-friable Matrix Filler
02/22/05 191076-B 7% floor by S-2, 12" Insulation Chrysotile 15-20%
White insulation, 3™ layer Amosite 5-10%
Sample #120B, Friable Cellulose 2-3%
Glass fibers 5-10%
Matrix Filler
02/22/05 191077 7" floor by S-2, 8" Insulation Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #121, Non-friable Matrix Filler
02/22/05 191077-A 7" floor by S-2, 8" Insulation Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #121A, Friable Matrix Filler
02/22/05 191077-B 7™ floor by S-2, 8" Insulation Chrysotile 3-5%
White insulation, 3" layer Amosite 20-25%
Sample #121B, Friable Cellulose 2-3%
Glass fibers 5-10%
Matrix Filler
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02/22/05 191078 7" floor by S-2, 8" Insulation Asbestos ND
Silver paint cover, 1* layer Cellulose 80-85%
Sample #122, Non-friable Matrix Filler
02/22/05 191078-A 7" floor by S-2, 8" Insulation Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #122A, Friable Matrix Filler
02/22/05 191078-B 7" floor by S-2, 8" Insulation Chrysotile 3-5%
White insulation, 3" layer Amosite 20-25%
Sample #122B, Friable Cellulose 2-3%
Glass fibers 5-10%
Matrix Filler
02/22/05 191079 7" floor by S-2, 8" Insulation Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #123, Non-friable Matrix Filler
02/22/05 191079-A 7" floor by S-2, 8" Insulation Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #123 A, Friable Matrix Filler
02/22/05 191079-B 7" floor by S-2, 8" Insulation Chrysotile 3-5%
White insulation, 3 layer Amosite 20-25%
Sample #123B, Friable Cellulose 2-3%
Glass fibers 5-10%
Matrix Filler
02/22/05 191080 7" floor Mechanical Room by S-2, 12" Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #124, Non-friable Matrix Filler
02/22/05 191080-A 7" floor Mechanical Room by S-2, 12" Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #124A, Non-friable Matrix Filler
02/22/05 191080-B 7" floor Mechanical Room by S-2, 12" Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #124B, Non-friable Matrix Filler
02/22/05 191081 7" floor Mechanical Room by S-2, 12" Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #125, Non-friable Matrix Filler
02/22/05 191081-A 7" floor Mechanical Room by S-2, 12" Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #125A, Non-friable Matrix Filler
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191081-B
191082
191082-A
191082-B
191083
191083-A

191083-B

191084
191084-A

191084-B

191085

Sample
Description

7% floor Mechanical Room by S-2, 12"
Blue foam insulation, 3™ layer
Sample #125B, Non-friable

7" floor Mechanical Room by S-2, 12"
Silver paint cover, 1* layer
Sample #126, Non-friable

7" floor Mechanical Room by S-2, 12"
White weave cover, 2™ layer
Sample #126 A, Non-friable

7" floor Mechanical Room by S-2, 12"
Blue foam insulation, 3" layer
Sample #126B, Non-friable

7% floor on S-2, 12" Elbow
Silver paint cover, 1* layer
Sample #127, Non-friable

7" floor on S-2, 12" Elbow
White weave cover, Non-friable
Sample #127A, Non-friable

7" floor on S-2, 12" Elbow
White insulation, 2™ layer
Sample #127B, Non-friable

7" floor on S-2, 12" Elbow
Silver paint cover, 1* layer
Sample #128, Non-friable

7" floor on S-2, 12" Elbow
White weave cover, 2" layer
Sample #128A, Non-friable

7" floor on S-2, 12" Elbow
White insulation, 3™ layer
Sample #128B, Friable

7" floor on S-2, 12" Elbow
Silver paint cover, 1* layer
Sample #129, Non-friable
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Asbestos
Type

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Chrysotile
Cellulose
Glass fibers
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Chrysotile
Cellulose
(Glass fibers
Matrix

Asbestos
Cellulose
Matrix

% by
Volume

ND
1-2%
Filler

ND
1-2%
Filler

ND
80-85%
Filler

ND
1-2%
Filler

ND
1-2%
Filler

ND
80-85%
Filler

15-20%
2-3%
15-20%
Filler

ND
1-2%
Filler

ND
80-85%
Filler

15-20%
2-3%
15-20%
Filler

ND
1-2%
Filler
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191085-A

191085-B

191086
191086-A

191086-B

191087
191087-A

191087-B

191088
191088-A

191088-B

Sample
Description

7" floor on S-2, 12" Elbow
White weave cover, 2™ layer
Sample #129A, Non-friable

7" floor on S-2, 12" Elbow
White insulation, 3" layer
Sample #129B, Non-friable

7™ floor by S-2, Bottom of Pipe
Silver paint cover, 1 layer
Sample #130, Non-friable

7" floor by S-2, Bottom of Pipe
White weave cover, 2™ layer
Sample #130A, Non-friable

7™ floor by S-2, Bottom of Pipe
White insulation, 3 layer
Sample #130B, Non-friable

7* floor by S-2, Bottom of Pipe
Silver paint cover, 1¥ layer
Sample #131, Non-friable

7" floor by S-2, Bottom of Pipe
White weave cover, 2™ layer
Sample #131A, Non-friable

7™ floor by S-2, Bottom of Pipe
White insulation, 3™ layer
Sample #131B, Non-friable

7" floor by S-2, Bottom of Pipe
Silver paint cover, 1* layer
Sample #132, Non-friable

7" floor by S-2, Bottom of Pipe
White weave cover, 2™ layer
Sample #132A, Non-friable

7™ floor by S-2, Bottom of Pipe
White insulation, 3* layer
Sample #132B. Non-friable

3574 Kettner Blvd.

San Diego, CA 92101

Asbestos
Tvpe

Asbestos
Cellulose
Matrix

Chrysotile
Cellulose
Glass fibers
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Chrysotile
Cellulose
Glass fibers
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Chrysotile
Cellulose
Glass fibers
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Chrysotile
Cellulose
Glass fibers
Matrix

(619) 291-1777 FAX (619) 291-4318

% by
Volume

ND
80-85%
Filler

15-20%
2-3%
15-20%
Filler

ND
1-2%
Filler

ND
80-85%
Filler

15-20%
2-3%
15-20%
Filler

ND
1-2%
Filler

ND
80-85%
Filler

20-25%
2-3%
15-20%
Filler

ND
1-2%
Filler

ND
80-85%
Filler

20-25%
2-3%
15-20%
Filler



Design For Health Training Center

B 3574 Kettner Blud.
San Diego, CA 92101
(619) 291-1777 FAX (619) 291-4318

Lab Lab Sample Asbestos % by
Date I.D.# Description Type Volume
02/22/05 191089 7" floor by S-2. 10" Insulation Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #133, Non-friable Matrix Filler
02/22/05 191089-A 7" floor by S-2, 10" Insulation Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #133 A, Non-friable Matrix Filler
02/22/05 191089-B 7" floor by S-2, 10" Insulation Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #133B, Non-friable Matrix Filler
02/22/05 191090 7™ floor by S-2, 10" Insulation Asbestos ND
Silver paint cover, 1 layer Cellulose 1-2%
Sample #134, Non-friable Matrix Filler
02/22/05 191090-A 7" floor by S-2, 10" Insulation Asbestos ND
White weave cover, 2" layer Cellulose 80-85%
Sample #134A, Non-friable Matrix Filler
02/22/05 191090-B 7™ floor by S-2, 10" Insulation Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #134B, Non-friable Matrix Filler
02/22/05 191091 7" floor by S-2, 10" Insulation Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #135, Non-friable Matrix Filler
02/22/05 191091-A 7" floor by S-2. 10" Insulation Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #135A, Non-friable Matrix Filler
02/22/05 191091-B 7" floor by S-2, 10" Insulation Asbestos ND
Blue foam insulation, 3 layer Cellulose 1-2%
Sample #125B, Non-friable Matrix Filler
02/22/05 191092 7" floor past S-2, 8" Return Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #136, Non-friable Matrix Filler
02/22/05 191092-A 7" floor past S-2, 8" Return Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%

Sample #136A, Non-friable Matrix Filler
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San Diego, CA 92101
(619) 291-1777 FAX (619) 291-4318

Lab Sample Asbestos % by
ID.# Description Type Volume
191092-B 7" floor past S-2, 8" Return Chrysotile 5-10%
White insulation, 3" layer Amosite 20-25%
Sample #1368, Friable Cellulose 2-3%
Glass fibers 15-20%
Matrix Filler
191093 7" floor past S-2, 8" Return Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #137, Non-friable Matrix Filler
191093-A 7" floor past S-2, 8" Return Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #137A, Non-friable Matrix Filler
191093-B 7" floor past S-2, 8" Return Chrysotile 5-10%
White insulation, 3" layer Amosite 20-25%
Sample #137-B, Non-friable Cellulose 2-3%
Glass fibers 15-20%
Matrix Filler
191094 7™ floor past S-2, 8" Return Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #138, Non-friable Matrix Filler
191094-A 7" floor past S-2, 8" Return Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #138A, Non-friable Matrix Filler
191094-B 7" floor past S-2, 8" Return Chrysotile 5-10%
White insulation, 3 layer Amosite 20-25%
Sample #138B, Friable Cellulose 2-3%
Glass fibers 15-20%
Matrix Filler
191095 7" floor by Eye Protection Sign Asbestos ND
Silver white vibration joint Cellulose 1-2%
Sample #139, Non-friable Glass fibers 80-85%
Matrix Filler
191096 7™ floor by Eye Protection Sign Asbestos ND
Silver white vibration joint Cellulose 1-2%
Sample #140, Non-friable Matrix Filler
191097 7™ floor by Eve Protection Sign Asbestos ND
Silver white vibration joint Cellulose 1-2%
Sample #141, Non-friable Matrix Filler
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3574 Kettner Blod.
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Lab Lab Sample Asbestos % by
Date LD.# Description Tvpe Volume
02/22/05 191098 7" floor at CHW02, 18" Insulation Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #142, Non-friable Matrix Filler
02/22/05 191098-A 7" floor at CHW02, 18" Insulation Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #142A, Non-friable Matrix Filler
02/22/05 191098-B 7" floor at CHWO02, 18" Insulation Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #142B, Non-friable Matrix Filler
02/22/05 191099 7* floor at CHW02, 18" Insulation Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #143, Non-friable Matrix Filler
02/22/05 191099-A 7" floor at CHWO02, 18" Insulation Asbestos ND
White weave cover, 2" layer Cellulose 80-85%
Sample #143A, Non-friable Matrix Filler
02/22/05 191099-B 7% floor at CHWO02, 18" Insulation Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #143-B, Non-friable Matrix Filler
02/22/05 191100 7" Floor at CHW02, 18" Insulation Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #144, Non-friable Matrix Filler
02/22/05 191100-A 7" floor at CHW02, 18" Insulation Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #144A, Non-friable Matrix Filler
02/22/05 191100-B 7* floor at CHW02, 18" Insulation Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #144B, Non-friable Matrix Filler
02/22/05 191101 7" floor across from CHW02, 6" Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #145, Non-friable Matrix Filler
02/22/05 191101-A 7" floor across from CHW02, 6" Asbestos ND
White weave cover, 2" layer Cellulose 80-85%
Sample #145A. Non-friable Matrix Filler
02/22/05 191101-B 7" floor across from CHWO02, 6" Asbestos ND

Blue foam insulation, 3" layer Cellulose 1-2%
Sample #145-B, Non-friable Matrix Filler
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Lab Sample Asbestos % by
ILD.# Description Tvpe Volume
191102 7% floor across from CHWO02, 6" Asbestos ND
Silver paint cover, 1¥ layer Cellulose 1-2%
Sample #1406, Non-friable Matrix Filler
191102-A 7" floor across from CHWO02, 6" Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #146A, Non-friable Matrix Filler
191102-B 7" floor across from CHWO02, 6" Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #146-B, Non-friable Matrix Filler
191103 7% floor across from CHWO02, 6" Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #147, Non-friable Matrix Filler
191103-A 7% floor across from CHWO02, 6" Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #147A, Non-friable Matrix Filler
191103-B 7" floor across from CHWO02, 6" Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #147B, Non-friable Matrix Filler
191104 7" floor across from CHW02, 12" Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #148, Non-friable Matrix Filler
191104-A 7" floor across from CHWO02, 12" Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #148A, Non-friable Matrix Filler
191104-B 7" floor across from CHW02, 12" Chrysotile 2-3%
Blue foam insulation, 3" layer Amosite 5-6%
Sample #148B, Non-friable Cellulose 1-2%
Matrix Filler
191105 7" floor across from CHW02, 12" Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #149, Non-friable Matrix Filler
191105-A 7" floor across from CHW02, 12" Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #149A, Non-friable Matrix Filler
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Lab Lab Sample Asbestos % by
Date 1.D. # Description Type Volume
02/22/05 191105-B 7" floor across from CHW02, 12" Chrysotile 2-3%
Blue foam insulation, 3™ layer Amosite 5-6%
Sample #149B, Non-friable Cellulose 1-2%
Matrix Filler
02/22/05 191106 7" floor across from CHW02, 12" Asbestos ‘ ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #150, Non-friable Matrix Filler
02/22/05 191106-A 7" floor across from CHWO02, 12" Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #150A, Non-friable Matrix Filler
02/22/05 191106-B 7™ floor across from CHW02, 12" Chrysotile 2-3%
Blue foam insulation, 3™ layer Amosite 5-6%
Sample #150B, Non-friable Cellulose 1-2%
Matrix Filler
02/22/05 191107 7" Floor, Chiller #1 Asbestos ND
Brown cork cover, 1* layer Cellulose 2-3%
Sample #151, Non-friable Matrix Filler
02/22/05 191107-A 7% floor, Chiller #1 Chrysotile 30-35%
Beige insulation, 2™ layer Cellulose 1-2%
Sample #151A Friable Matrix Filler
02/22/05 191108 7% floor, Chiller #1 Asbestos ND
Brown cork cover, 1* layer Cellulose 1-2%
Sample #152, Non-friable Matrix Filler
02/22/05 191108-A 7" floor, Chiller #1 Chrysotile 30-35%
Beige insulation, 2™ layer Cellulose 1-2%
Sample #152A, Friable Matrix Filler
02/22/05 191109 7" floor, Chiller #1 Asbestos ND
Brown cork cover, 1* layer Cellulose 1-2%
Sample #153, Non-friable Matrix Filler
02/22/05 191109-A 7™ floor, Chiller #1 Chrysotile 30-35%
Beige insulation, 2™ layer Cellulose 1-2%
Sample #153A, Friable Matrix Filler
02/22/05 191110 7™ floor, Chiller #1 Asbestos ND
Black foam insulation Cellulose 1-2%

Sample #1354, Non-friable Matrix Filler
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Lab Lab Sample Asbestos % by
Date LD. # Description Type Volume
02/22/05 191111 7" floor, Chiller #1 Asbestos ND
Black foam insulation Cellulese 1-2%
Sample #1355, Non-friable Matrix Filler
02/22/05 191112 7" floor, Chiller #1 Asbestos ND
Black foam insulation Cellulose 1-2%
Sample #156, Non-friable Matrix Filler
02/22/05 191113 7® floor Chiller #1, 12" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #157, Non-friable Matrix Filler
02/22/05 191113-A 7" floor Chiller #1, 12" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #157A. Non-friable Matrix Filler
02/22/05 191113-B 7" floor Chiller #1, 12" Riser Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #157B, Non-friable Matrix Filler
02/22/05 191114 7" floor Chiller #1, 12" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #158, Non-friable Matrix Filler
02/22/05 191114-A 7™ floor Chiller #1, 12" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #158A, Non-friable Matrix Filler
02/22/05 191114-B 7™ floor Chiller #1, 12" Riser Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #158B, Non-friable Matrix Filler
02/22/05 191115 7" floor Chiller #1, 12" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #159, Non-friable Matrix Filler
02/22/05 191115-A 7" floor Chiller #1, 12" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #159A, Non-friable Matrix Filler
02/22/05 191115-B 7" floor Chiller #1, 12" Riser Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #159B, Non-friable Matrix Filler
02/22/05 191116 7* floor Chiller #1, 12" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%

Sample #160, Non-friable Matrix Filler
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Lab Sample Asbestos % by
ILD. # Description Tvpe Volume
191116-A 7" floor Chiller #1, 12" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #160A, Non-friable Matrix Filler
191116-B 7" floor Chiller #1, 12" Riser Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #160B, Non-friable Matrix Filler
191117 7" floor Chiller #1, 12" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #161, Non-friable Matrix Filler
191117-A 7" floor Chiller #1, 12" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #161A, Non-friable Matrix Filler
191117-B 7" floor Chiller #1, 12" Riser Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #161B, Non-friable Matrix Filler
191118 7™ floor Chiller #1, 12" Riser Asbestos ND
Silver paint cover, 1¥ layer Cellulose 1-2%
Sample #162, Non-friable Matrix Filler
191118-A 7™ floor Chiller #1, 12" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Samplg #162A, Non-friable Matrix Filler
191118-B 7" floor Chiller #1, 12" Riser Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #162B, Non-friable Matrix Filler
191119 7" floor Chiller #1, 12" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #163, Non-friable Matrix Filler
191119-A 7" floor Chiller #1, 12" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #163A, Non-friable Matrix Filler
191119-B 7™ floor Chiller #1, 12" Riser Asbestos ND
Blue foam insulation, 3rd layer Cellulose 1-2%
Sample #163B, Non-friable Matrix Filler
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Lab Lab Sample Asbestos % by
Date ID.# Description Tyvpe Volume
02/22/05 191120 7" floor Chiller #1, 12" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #164, Non-friable Matrix Filler
02/22/05 191120-A 7" floor Chiller #1, 12" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #164A, Non-friable Martrix Filler
02/22/05 191120-B 7" floor Chiller #1, 12" Riser Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #164B, Non-friable Matrix Filler
02/22/05 191121 7™ floor Chiller #1, 12" Riser Asbestos ND
Silver pant cover, 1* layer Cellulose 1-2%
Sample #1635, Non-friable Matrix Filler
02/22/05 191121-A 7" floor Chiller #1, 12" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #165A, Non-friable Matrix Filler
02/22/05 191121-B 7" floor Chiller #1, 12" Riser Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #165B, Non-friable Matrix Filler
02/22/05 191122 7" floor Chiller #2, 12" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #166, Non-friable Matrix Filler
02/22/05 191122-A 7" floor Chiller #2, 12" Riser Asbestos ND
White weave cover, 2" layer Cellulose 80-85%
Sample #166A, Non-friable Matrix Filler
02/22/05 191122-B 7" floor Chiller #2, 12" Riser Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #1066B, Non-friable Matrix Filler
02/22/05 191123 7" floor Chiller #2, 12" Riser Asbestos ND
Silver pamt cover, 1* layer Cellulose 1-2%
Sample #167. Non-friable Matrix Filler
02/22/05 191123-A 7" floor Chiller #2, 12" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 80-85%
Sample #167A, Non-friable Matrix Filler
02/22/05 191123-B 7* floor Chiller #2, 12" Riser Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%

Sample #1678, Non-friable Matrix Filler
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Lab
1.D. #

191124

191124-A

191124-B

191125

191126

191127

191128

191128-A

191128-B

191129

191129-A

Sample
Description

7" floor Chiller #2, 12" Riser
Silver paint cover, 1* layer
Sample #168, Non-friable

7" floor Chiller #2, 12" Riser
White weave cover, 2" layer
Sample #168 A, Non-friable

7" floor Chiller #2, 12" Riser
Blue foam insulation, 3" layer
Sample #168B, Non-friable

7" floor Chiller #2, Black Insulation
Black pipe insulation
Sample #169, Non-friable

7" floor Chiller #2m, Black Insulation
Black pipe insulation
Sample #170, Non-friable

7™ floor Chiller #2, Black Insulation
Black pipe insulation
Sample #171, Non-friable

7" floor Chiller #2, Tank Insulation
Green paint tank cover, 1¥ layer
Sample #172, Non-friable

7™ floor Chiller #2, Tank Insulation
White weave cover, 2™ layer
Sample #172A, Non-friable

7" floor Chiller #2, Tank Insulation
White insulation, 3™ layer
Sample #172B, Friable

7" floor Chiller #2, Tank Insulation
Green paint tank cover, 1* layer
Sample #173, Non-friable

7% Floor Chiller #2, Tank Insulation
White weave cover, 2™ layer
Sample #173 A, Non-friable

3574 Kettner Bluvd.

San Diego, CA 92101
(619) 291-1777 FAX (619) 291-4318
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Matrix
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Cellulose
Matrix
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Cellulose
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Glass fibers
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

% by
Volume

ND
1-2%
Filler

ND
80-85%
Filler

ND
1-2%
Filler

ND
1-2%
Filler

ND
1-2%
Filler

ND
1-2%
Filler

ND
1-2%
Filler

ND
1-2%
Filler

ND
2-3%
20-25%
Filler

ND
1-2%
Filler

ND
1-2%
Filler
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Lab Lab Sample Asbestos % by
Date ILD.# Description Type Volume
02/22/05 191129-B 7" floor Chiller #2, Tank Insulation Asbestos ND
White insulation, 3™ layer Cellulose 2-3%
Sample #173B, Friable Glass fibers 20-25%
Matrix Filler
02/22/05 191130 7" floor Chiller #2, Tank Insulation Asbestos ND
Green paint tank cover, 1¥ layer Cellulose 1-2%
Sample #174, Non-friable Matrix Filler
02/22/05 191130-A 7* floor Chiller #2, Tank Insulation Asbestos ND
White weave cover, 2™ layer Cellulose 1-2%
Sample #174A, Non-friable Matrix Filler
02/22/05 191130-B 7® floor Chiller #2, Tank Insulation Asbestos ND
White insulation, 3" layer Cellulose 2-7%
Sample #174B, Non-friable Glass fibers 20-25%
Matrix Filler
02/22/05 191131 7" floor Chiller #3, H20 6" Riser Asbestos ND
Silver pamt cover, I* layer Cellulose 1-2%
Sample #175, Non-friable Matrix Filler
02/22/05 191131-A 7" floor Chiller #3, H20 6" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #175A, Non-friable Matrix Filler
02/22/05 191131-B 7™ floor Chiller #3, H20 6" Riser Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #175B, Non-friable Matrix Filler
02/22/05 191132 7" floor Chiller #3, H20 6" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #176, Non-friable Matrix Filler
02/22/05 191132-A 7" floor Chiller #3, H20 6" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #176A. Non-friable Matrix Filler
02/22/05 191132-B 7" floor Chiller #3, H20 6" Riser Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #176B, Non-friable Matrix Filler
02/22/05 191133 7" floor Chiller #3, H20 6" Riser Asbestos ND
Silver pamt cover, 1* layer Cellulose 1-2%

Sample 7177, Non-friable Matrix Filler
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Lab Lab Sample Asbestos % by
Date IL.D. # Description Type Volume
02/22/05 191133-A 7" floor Chiller #3, H20 6" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #177A, Non-friable Matrix Filler
02/22/05 191133-B 7™ floor Chiller #3, H20 6" Riser Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #177B, Non-friable Matrix Filler
02/22/05 191134 7" floor Chiller #3, H20 6" by Door Asbestos ND
Silver paint cover, 1¥ layer Cellulose 1-2%
Sample #178, Non-friable Matrix Filler
02/22/05 191134-A 7" floor Chiller #3, H20 6" by Door Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #178A, Non-friable Matrix Filler
02/22/05 191134-B 7" floor Chiller #3, H20 6" by Door Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #178B, Non-friable Matrix Filler
02/22/05 191135 7" floor Chiller #3, H20 6" by Door Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #179, Non-friable Matrix Filler
02/22/05 191135-A 7" floor Chiller #3, H20 6" by Door Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #179A, Non-friable Matrix Filler
02/22/05 191135-B 7™ floor Chiller #3, H20 6" by Door Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #179B, Non-friable Matrix Filler
02/22/05 191136 7* floor Chiller #3, H20 6" by Door Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #180, Non-friable Matrix Filler
02/22/05 191136-A 7* floor Chiller #3, H20 6" by Door Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #180-A, Non-friable Matrix Filler
02/22/05 191136-B 7" floor Chiller #3, H20 6" by Door Asbestos ND
Blue foam insulation, 3 layer Cellulose 1-2%
Sample #180B, Non-friable Matrix Filler
02/22/05 191137 7" floor SE Fan Rm #2, Black Insulation  Asbestos ND
Black wall ceiling insulation, 1¥ layer Cellulose 5-10%

Sample #181, Non-friable Matrix Filler
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Lab Lab Sample Asbestos % by
Date I.D. # Description Type Volume
02/22/05 191137-A 7" floor SE Fan Rm #2, Black Insulation ~ Asbestos ND
Yellow insulation, 2™ layer Cellulose 2-3%
Sample #181A, Friable Matrix Filler
02/22/05 191138 7" floor SE Fan Rm #2, Black Insulation ~ Asbestos ND
Black wall ceiling insulation, 1* layer Cellulose 5-10%
Sample #182, Non-friable Matrix Filler
02/22/05 191138-A 7" floor SE Fan Rm #2, Black Insulation ~ Asbestos ND
Yellow insulation, 2" layer Cellulose 2-3%
Sample #182A, Friable Matrix Filler
02/22/05 191139 7™ floor SE Fan Rm #2, Black Insulation ~ Asbestos ND
Black wall ceiling insulation, 1* layer Cellulose 5-10%
Sample #183, Non-friable Matrix Filler
02/22/05 191139-A 7" floor SE Fan Rm#2, Black Insulation  Asbestos ND
Yellow insulation, 2™ layer Cellulose 2-3%
Sample #183 A, Friable Matrix Filler
02/22/05 191140 7" floor CHWOI, 18" Riser Asbestos ND
White paint cover, 1% layer Cellulose 1-2%
Sample #184, Non-friable Matrix Filler
02/22/05 191140-A 7" floor CHWOI, 18" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #184A, Non-friable Matrix Filler
02/22/05 191140-B 7™ floor CHWO1, 18" Riser Asbestos ND
Blue foam insulation, 3 layer Cellulose 1-2%
Sample #184B. Non-friable Matrix Filler
02/22/05 191141 7" floor CHWOI, 18" Riser Asbestos ND
White paint cover, 1¥ layer Cellulose 1-2%
Sample #1835, Non-friable Matrix Filler
02/22/05 191141-A 7" floor CHWO01, 18" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #185A, Non-friable Matrix Filler
02/22/05 191141-B 7" floor CHWOI, 18" Riser Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #185B, Non-friable Matrix Filler
02/22/05 191142 7" floor CHWO1, 18" Riser Asbestos ND
White paint cover, 1* layer Cellulose 1-2%

Sample 77186, Non-friable Matrix Filler
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Lab Lab Sample Asbestos % by
Date I.D. # Description Type Volume
02/22/05 191142-A 7" floor CHWO01, 18" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #186A, Non-friable Matrix Filler
02/22/05 191142-B 7% floor CHWO1, 18" Riser Asbestos ND
Blue foam insulation, 3 layer Cellulose 1-2%
Sample #186B, Non-friable Matrix Filler
02/22/05 191143 7" floor CHWO01, 12" Riser on Elbow Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #187, Non-friable Matrix Filler
02/22/05 191143-A 7" floor CHWOI, 12" Riser on Elbow Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #187 A, Non-friable Matrix Filler
02/22/05 191143-B 7™ floor CHWO1, 12" Riser on Elbow Asbestos ND
Blue foam insulation, 3 layer Cellulose 1-2%
Sample #187B, Non-friable Matrix Filler
02/22/05 191144 7* floor CHWO1, 12" Riser on Elbow Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #188, Non-friable Matrix Filler
02/22/05 191144-A 7"® floor CHWO01, 12" Riser on Elbow Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #188A, Non-friable Matrix Filler
02/22/05 191144-B 7* floor CHWO1, 12" Riser on Elbow Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #188B. Non-friable Matrix Filler
02/22/05 191145 7% floor CHWO1, 12" Riser on Elbow Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #189, Non-friable Matrix Filler
02/22/05 191145-A 7* floor CHWO01, 12" Riser on Elbow Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #189A, Non-friable Matrix Filler
02/22/05 191145-B 7" floor CHWO1, 12" Riser on Elbow Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample £189B, Non-friable Matrix Filler
02/22/05 191146 7" floor CHWO1, 12" Riser Asbestos ND
Silver paint cover, 1¥ layer Cellulose 1-2%

Sample #190, Non-friable Matrix Filler
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Lab Lab Sample Asbestos % by
Date I.D.# Description Type Volume
02/22/05 191146-A 7" floor CHWO1, 12" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #190A, Non-friable Matrix Filler
02/22/05 191146-B 7" floor CHWO1, 12" Riser Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #190B, Non-friable Matrix Filler
02/22/05 191147 7" floor CHWO1, 12" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #191. Non-friable Matrix Filler
02/22/05 191147-A 7" floor CHWO1, 12" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #191 A, Non-friable Matrix Filler
02/22/05 191147-B 7" floor CHWOI, 12" Riser Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #191B, Non-friable Matrix Filler
02/22/05 191148 7" floor CHWO1, 12" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #192, Non-friable Matrix Filler
02/22/05 191148-A 7" floor CHWOI, 12" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #192A, Non-friable Matrix Filler
02/22/05 191148-B 7" floor CHWOI, 12" Riser Asbestos ND
Blue foam insulation, 3™ layer Cellulose 1-2%
Sample #192B, Non-friable Matrix Filler
02/22/05 191149 7" floor CHWO3 across from RR, 6" Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #193, Non-friable Matrix Filler
02/22/05 191149-A 7" floor CHWO3 across from RR, 6" Asbestos ND
White weave cover. 2™ layer Cellulose 85-90%
Sample #193A, Non-friable Matrix Filler
02/22/05 191149-B 7" floor CHWO03 across from RR, 6" Asbestos ND
Blue foam insulation, 3" layer Cellulose 1-2%
Sample #193B, Non-friable Matrix Filler
02/22/05 191150 7" floor CHWO03 across from RR, 6" Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%

Sample #194. Non-friable Matrix Filler
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3574 Kettner Bluvd.
San Diego, CA 92101
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Sample
Description

7" floor CHWO03 across from RR, 6"
White weave cover, 2™ layer
Sample #194 A, Non-friable

7" floor CHWO03 across from RR, 6"
Blue foam insulation, 3" layer
Sample #194B, Non-friable

7* floor CHWO03 across from RR, 6"
Silver paint cover, 1¥ layer
Sample #195, Non-friable

7" floor CHWO03 across from RR, 6"
White weave cover, 2™ layer
Sample #195A, Non-friable

7" floor CHWO3 across from RR, 6"
Blue foam insulation, 3" layer
Sample #1958, Non-friable

7" floor Ceiling, Fireproofing
Sky blue fireproofing
Sample #196, Non-friable

7™ floor Ceiling, Fireproofing
Sky blue fireproofing
Sample #197, Non-friable

7" floor Ceiling, Fireproofing
Sky blue fireproofing
Sample #198. Non-friable

7" floor HWO01 Front, 8" Riser
Silver paint cover, 1* layer
Sample #199, Non-friable

7% floor HWO0!1 Front, 8" Riser
White weave cover, 2™ layer
Sample #199A, Non-friable

7% floor HWO01 Front, 8" Riser
White insulation, 3" layer
Sample #199B, Friable

7" floor HWO0I Front, 8" Riser
Silver paint cover, 1* layer
Sample #200, Non-friable

Asbestos
Type

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Asbestos
Cellulose
Matrix

Chrysotile
Amosite
Cellulose
Matrix

Asbestos
Cellulose
Matrix

‘yo by
Volume

ND
85-90%
Filler

ND
1-2%
Filler

ND
1-2%
Filler

ND
85-90%
Filler

ND
1-2%
Filler

ND
35-40%
Filler

ND
35-40%
Filler

ND
35-40%
Filler

ND
1-2%
Filler

ND
85-90%
Filler

5-10%
15-20%
1-2%
Filler

ND
1-2%
Filler
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3574 Kettner Blvd.
San Diego, CA 92101
(619) 291-1777 FAX (619) 291-4318

Lab Sample Asbestos % by
I.D. # Description Type Volume
191156-A 7" floor HW01 Front, 8" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #200A, Non-friable Matrix Filler
191156-B 7" floor HW01 Front, 8" Riser Chrysotile 5-10%
White insulation, 3™ layer Amosite 15-20%
Sample #200B, Friable Cellulose 1-2%
Matrix Filler
191157 7" floor HWO01 Front, 8" Riser Asbestos ND
Silver paint cover, 1% layer Cellulose 1-2%
Sample #201. Non-friable Matrix Filler
191157-A 7" floor HWO1 Front, 8" Riser Asbestos ND
White weave cover, 2" layer Cellulose 85-90%
Sample #201 A, Non-friable Matrix Filler
191157-B 7" floor HWO1 Front, 8" Riser Chrysotile 5-10%
White insulation, 3™ layer Amosite 15-20%
Sample #201B, Friable Cellulose 1-2%
Matrix Filler
191158 7" floor HW01 Back, 8" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #202, Non-friable Matrix Filler
191158-A 7™ floor HW01 Back, 8" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #202A. Non-friable Matrix Filler
191158-B 7™ floor HW01 Back, 8" Riser Chrysotile 5-10%
White insulation, 3™ layer Amosite 20-25%
Sample #202B, Friable Cellulose 1-2%
Matrix Filler
191159 7" floor HWO01 Back, 8" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #203. Non-friable Matrix Filler
191159-A 7" floor HWO01 Back, 8" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #203A, Non-friable Matrix Filler
191159-B 7" floor HW01 Back, 8" Riser Chrysotile 5-10%
White insulation, 3' layer Amosite 15-20%
Sample #203B, Friable Cellulose 1-2%

Matrix Filler
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Lab Sample Asbestos % by
I.D. # Description Type Volume
191160 7" floor HWO1 Back, 8" Riser Asbestos ND
Silver paint cover, 1% layer Cellulose 1-2%
Sample #204, Non-friable Matrix Filler
191160-A 7™ floor HWO01 Back, 8" Riser Asbestos ND
White weave cover, 2" layer Cellulose 85-90%
Sample #204A, Non-friable Matrix Filler
191160-B 7" floor HW01 Back, 8" Riser Chrysotile 5-10%
White insulation, 3" layer Amosite 20-25%
Sample #204B, Friable Cellulose 1-2%
Matrix Filler
191161 7" floor HWO02 Front, 8" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #205, Non-friable Matrix Filler
191161-A 7" floor HW02 Front, 8" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #205A, Non-friable Matrix Filler
191161-B 7" floor HW(2 Front, 8" Riser Chrysotile 5-10%
White insulation, 3" layer Amosite 15-20%
Sample #205B, Friable Cellulose 1-2%
Matrix Filler
191162 7% floor HW02 Front, 8" Riser Asbestos ND
Silver paint cover, 1% layer Cellulose 1-2%
Sample #206, Non-friable Matrix Filler
191162-A 7" floor HW02 Front, 8" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #200A, Non-friable Matrix Filler
191162-B 7" floor HWO02 Front, 8" Riser Chrysotile 5-10%
White insulation, 3" layer Amosite 15-20%
Sample #206B, Friable Cellulose 1-2%
Matrix Filler
191163 7" floor HW02 Front, 8" Riser Asbestos ND
Silver paint cover, 1¥ layer Cellulose 1-2%
Sample #207, Non-friable Matrix Filler
191163-A 7" floor HW02 Front, 8" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%

Sample #207A, Non-friable Matrix Filler
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San Diego, CA 92101
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Lab Sample Asbestos % by
I.D. # Description Type Volume
191163-B 7" floor HW02 Front, 8" Riser Chrysotile 5-10%
White insulation, 3™ layer Amosite 15-20%
Sample #207B. Friable Cellulose 1-2%
Matrix Filler
191164 7" floor HW02 Back, 8" Riser Asbestos ND
Silver pant cover, 1* layer Cellulose 1-2%
Sample #208, Non-friable Matrix Filler
191164-A 7" floor HW02 Back, 8" Riser Asbestos ND
White weave cover, 2" layer Cellulose 85-90%
Sample #208A, Non-friable Matrix Filler
191164-B 7" floor HW02 Back, 8" Riser Chrysotile 5-10%
White insulation, 3" layer Amosite 15-20%
Sample #203B. Friable Cellulose 1-2%
Matrix Filler
191165 7" floor HW02 Back, 8" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #209, 1* layer Matrix Filler
191165-A 7" floor HWO02 Back, 8" Riser Asbestos ND
White weave cover, 2" layer Cellulose 85-90%
Sample #209A, Non-friable Matrix Filler
191165-B 7™ floor HW02 Back, 8" Riser Chrysotile 5-10%
White insulation, 3" layer Amosite 15-20%
Sample #209B, Friable Cellulose 1-2%
Matrix Filler
191166 7" floor HW(2 Back, 8" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #210. Non-friable Matrix Filler
191166-A 7" floor HW02 Back, 8" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #210A, Non-friable Matrix Filler
191166-B 7% floor HW02 Back, 8" Riser Chrysotile 5-10%
White insulation, 3" layer Amosite 15-20%
Sample #2108, Friable Cellulose 1-2%
Matrix Filler
191167 7" floor Hot Water Tank, 4" Riser Asbestos ND
Silver paint cover. 1% layer Cellulose 1-2%
Sample #211. Non-friable Matrix Filler
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Lab Sample Asbestos % by
I.D. # Description Type Volume
191167-A 7" floor Hot Water Tank, 4" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #211A, Non-friable Matrix Filler
191167-B 7% floor Hot Water Tank, 4" Riser Chrysotile 5-10%
White insulation, 3 layer Amosite 15-20%
Sample #211B. Friable Cellulose 1-2%
Matrix Filler
191168 7" floor Hot Water Tank, 4" Riser Asbestos ND
Silver paint cover, 1% layer Cellulose 1-2%
Sample #212, Non-friable Matrix Filler
191168-A 7 floor Hot Water Tank, 4" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #212A, Non-friable Matrix Filler
191168-B 7" floor Hot Water Tank, 4" Riser Chrysotile 5-10%
White insulation, 3" layer Amosite 15-20%
Sample #212B, Friable Cellulose 1-2%
Matrix Filler
191169 7" floor Hot Water Tank, 4" Riser Asbestos ND
Silver paint cover, 1 layer Cellulose 1-2%
Sample #213, Non-friable Matrix Filler
191169-A 7% floor Hot Water Tank, 4" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #213A, Non-friable Matrix Filler
191169-B 7" floor Hot Water Tank, 4" Riser Chrysotile 5-10%
White insulation, 3" layer Amosite 15-20%
Sample #213B, Friable Cellulose 1-2%
Matrix Filler
191170 7" floor Hot Water Storage Cover Asbestos ND
Silver paini cover, 1* layer Cellulose 1-2%
Sample #214, Non-friable Matrix Filler
191170-A 7" floor Hot Water Storage Cover Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #214A, Non-friable Matrix Filler
191170-B 7" floor Hot Water Storage Cover Chrysotile 5-10%
White insulation, 3" layer Amosite 15-20%
Sample #214B, Friable Cellulose 1-2%
Matrix Filler
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Lab Sample Asbestos % by
I.D.# Description Type Volume
191171 7™ floor Hot Water Storage Cover Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #215, Non-{riable Matrix Filler
191171-A 7" floor Hot Water Storage Cover Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #215A, Non-friable Matrix Filler
191171-B 7™ floor Hot Water Storage Cover Chrysotile 5-10%
White insulation, 3™ layer Amosite 15-20%
Sample #215B, Friable Cellulose 1-2%
Matrix Filler
191172 7" floor Hot Water Storage Cover Asbestos ND
Silver paint cover, 1¥ layer Cellulose 1-2%
Sample #216. Non-friable Matrix Filler
191172-A 7" floor Hot Water Storage Cover Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #216A, Non-friable Matrix Filler
191172-B 7" floor Hot Water Storage Cover Chrysotile 5-10%
White insulation, 3™ layer Amosite 15-20%
Sample #216B. Friable Cellulose 1-2%
Matrix Filler
191173 7* floor Boiler #1, Door Gasket Chrysotile 75-80%
Gray oven door gasket Cellulose 1-2%
Sample #217, Friable Matrix Filler
191174 7" floor Boiler #1, Door Gasket Chrysotile 75-80%
Gray oven door gasket Cellulose 1-2%
Sample #218, Friable Matrix Filler
191175 7" floor Boiler #1, Door Gasket Chrysotile 75-80%
Gray oven door gasket Cellulose 1-2%
Sample #219, Friable Matrix Filler
191176 7™ floor Boiler #1, 8" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #220, Non-friable Matrix Filler
191176-A 7™ floor Boiler #1, 8" Riser Asbestos ND
White weave cover, 2" layer Cellulose 85-90%
Sample #220A. Non-friable Matrix Filler
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Lab Sample Asbestos % by
ID.# Description Type Volume
191176-B 7™ floor Boiler #1, 8" Riser Chrysotile 5-10%
White insulation, 3™ layer Amosite 15-20%
Sample #220B, Friable Cellulose 1-2%
Matrix Filler
191177 7" floor Boiler #1, 8" Riser Asbestos ND
Silver pawt cover, 1* layer Cellulose 1-2%
Sample #221, Non-friable Matrix Filler
191177-A 7" floor Boiler #1, 8" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #221A, Non-friable Matrix Filler
191177-B 7" floor Boiler #1, 8" Riser Chrysotile 5-10%
White insulation, 3" layer Amosite 15-20%
Sample #22 1B, Friable Cellulose 1-2%
Matrix Filler
191178 7" floor Boiler #1, 8" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #222, Non-friable Matrix Filler
191178-A 7™ floor Boiler #1, 8" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #222 A Non-friable Matrix Filler
191178-B 7% floor Boiler #1, 8" Riser Chrysotile 5-10%
White insulation, 3" layer Amosite 15-20%
Sample #222B, Friable Cellulose 1-2%
Matrix Filler
191179 7" floor Boiler #2, 8" Riser Asbestos ND
Silver paint cover, 1 layer Cellulose 1-2%
Sample #223, Non-friable Matrix Filler
191179-A 7" floor Boiler #2, 8" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #223 A, Non-friable Matrix Filler
191179-B 7™ floor Boiler #2, 8" Riser Chrysotile 5-10%
White insulation, 3" layer Amosite 15-20%
Sample #223B, Friable Cellulose 1-2%
Matrix Filler
191180 7" floor Boiler #2, 8" Riser Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%

Sample #224, Non-friable Matrix Filler
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Lab Sample Asbestos % by
1.D. # Description Type Volume
191180-A 7" floor Boiler #2. 8" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #224 A, Non-friable Matrix Filler
191180-B 7™ floor Boiler #2, 8" Riser Chrysotile 5-10%
White insulation, 3™ layer Amosite 15-20%
Sample #224B, Friable Cellulose 1-2%
Matrix Filler
191181 7" floor Boiler #2, 8" Riser Asbestos ND
Silver paint cover, 1¥ layer Cellulose 1-2%
Sample #225, Non-friable Matrix Filler
191181-A 7™ floor Boiler #2, 8" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #225A, Non-friable Matrix Filler
191181-B 7" floor Boiler #2, 8" Riser Chrysotile 5-10%
White insulation, 3" layer Amosite 15-20%
Sample #225B, Friable Cellulose 1-2%
Matrix Filler
191182 7" floor Boiler #3, 6" Front Riser Asbestos ND
Silver paint cover, 1¥ layer Cellulose 1-2%
Sample #226. Non-friable Matrix Filler
191182-A 7* floor Boiler #3, 6" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #2206A, Non-friable Matrix Filler
191182-B 7" floor Boiler #3, 6" Riser Chrysotile 5-10%
White insulation, 3™ layer Amosite 15029%
Sample #226B, Friable Cellulose 1-2%
Matrix Filler
191183 7™ floor Boiler #3, 6" Riser Asbestos ND
Silver paint cover, 1¥ layer Cellulose 1-2%
Sample #227, Non-friable Matrix Filler
191183-A 7" floor Buiier #3, 6" Riser Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #227A, Non-friable Matrix Filler
191183-B 7" floor Boiler #3, 6" Riser Chrysotile 5-10%
White insulation. 3" layer Amosite 15-20%
Sample #2278, Friable Cellulose 1-2%
Matrix Filler
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Lab Sample Asbestos % by
1.D. # Description Type Volume
191184 7" floor Boiler #3, 4" Top Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #228, Non-{riable Matrix Filler
191184-A 7™ floor Boiler #3, 4" Top Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #228 A, Non-friable Matrix Filler
191184-B 7™ floor Boiler #3, 4" Top Chrysotile 5-10%
White insulation, 3" layer Amosite 15-20%
Sample #228B, Friable Cellulose 1-2%
Matrix Filler
191185 7* floor Boiler #3, 4" Top Asbestos ND
Silver paint cover, 1¥ layer Cellulose 1-2%
Sample #229, Non-friable Matrix Filler
191185-A 7 floor Boiler #3, 4" Top Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #229A, Non-friable Matrix Filler
191185-B 7" floor Boiler #3, 4" Top Chrysotile 5-10%
White insulation, 3™ layer Amosite 15-20%
Sample #229B, Friable Cellulose 1-2%
Matrix Filler
191186 7% floor Boiler #3, 4" Top Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #230, Non-friable Matrix Filler
191186-A 7" floor Boiler #3, 4" Top Asbestos ND
White weave cover, 2" layer Cellulose 85-90%
Sample #230A, Non-friable Matrix Filler
191186-B 7" {loor Boiler #3, 4" Top Chrysotile 5-10%
White insulation, 3™ layer Amosite 15-20%
Sample #230B, Friable Cellulose 1-2%
Matrix Filler
191187 7™ floor Boiler #3, 4" Top Asbestos ND
Silver paint cover, 1% layer Cellulose 1-2%
Sample #231, Non-friable Matrix Filler
191187-A 7" floor Builer #3, 4" Top Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%

Sample #231A, Non-friable Matrix Filler
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Lab Sample Asbestos % by
LD.# Description Tvpe Volume
191187-B 7" floor Boiler #3, 4" Top Chrysotile 5-10%
White insulation, 3% layer Amosite 15-20%
Sample #231B, Friable Cellulose 1-2%
Matrix Filler
191188 7" floor Boiler #3, 4" TSI Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample 232, Non-friable Matrix Filler
191188-A 7" floor Boiler #3, 4" TSI Asbestos ND
White weave cover, 2" layer Cellulose 85-90%
Sample #232A, Non-friable Matrix Filler
191188-B 7" floor Boiler #3, 4" TSI Chrysotile 5-10%
White insulation, 3" layer Amosite 15-20%
Sample #2328, Friable Cellulose 1-2%
Matrix Filler
191189 7" floor Boiler #3, 4" TSI Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #2533, Non-friable Matrix Filler
191189-A 7" floor Boiler #3, 4" TSI Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #233 A, Non-friable Matrix Filler
191189-B 7" floor Boiler #3, 4" TSI Chrysotile 5-10%
White insulation, 3™ layer Amosite 15-20%
Sample #233B, Friable Cellulose 1-2%
Matrix Filler
191190 7" floor Boiler #3, 4" TSI Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #234, Non-friable Matrix Filler
191190-A 7" floor Boiler #3, 4" TSI Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #234 A, Non-friable Matrix Filler
191190-B 7" floor Lioiler #3, 4" TSI Chrysotile 5-10%
White insulation, 3* layer Amosite 15-20%
Sample #2348, Friable Cellulose 1-2%
Matrix Filler
191191 7% floor Boiler #3, 3" TSI Asbestos ND
Silver paint cover, 1¥ layer Cellulose 1-2%
Sample #235. Non-friable Matrix Filler
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Lab Sample Asbestos % by
ILD.# Description Type Volume
191191-A 7" floor Boiler #3, 3" TSI Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #235A, Non-friable Matrix Filler
191191-B 7% floor Boiler #3, 3" TSI Asbestos ND
Yellow insulation, 3" layer Cellulose 1-2%
Sample #233B, Friable Glass fibers 85-90%
Matrix Filler
191192 7" floor Boiler #3, 3" TSI Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #236, Non-friable Matrix Filler
191192-A 7" floor Boiler #3, 3" TSI Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #236A, Non-friable Matrix Filler
191192-B 7" floor Boiler #3, 3" TSI Asbestos ND
Yellow insulation, 3 layer Cellulose 1-2%
Sample #236B, Friable Glass fibers 85-90%
Matrix Filler
191193 7" floor Boiler #3, 3" TSI Asbestos ND
Silver paint cover, 1¥ layer Cellulose 1-2%
Sample #237, Non-friable Matrix Filler
191193-A 7™ floor Boiler #3, 3" TSI Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #237A, Non-friable Matrix Filler
191193-B 7" floor Boiler #3, 3" TSI Asbestos ND
Yellow insulation, 3" layer Cellulose 1-2%
Sample #237B, Friable Glass fibers 85-90%
Matrix Filler
191194 7™ floor Boiler #3, 6" TSI Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #238, Non-friable Matrix Filler
191194-A 7% floor Boiler #3, 6" TSI Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #238A, Non-friable Matrix Filler
191194-B 7" floor Boiler 43, 6" TSI Chrysotile 5-10%
White insulation, 3™ layer Amosite 15-20%
Sampic #238B, Friable Cellulose 1-2%

Matrix Filler



3574 Kettner Blvd.
San Diego, CA 92101
(619) 291-1777 FAX (619) 291-4318

| /Il Design For Health Training Center
I
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Date ILD. # Description Type Volume
02/25/05 191195 7" floor Boiler #3, 6" TSI Ashestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #239, Non-friable Matrix Filler
02/25/05 191195-A 7" floor Boiler #3, 6" TSI Asbestos ND
Whitc weave cover, 2™ layer Cellulose 85-90%
Sample #239A, Non-friable Matrix Filler
02/25/05 191195-B 7" floor Boiler #3, 6" TSI Chrysotile 5-10%
White insulation, 3% layer Amosite 15-20%
Sample #2398, Friable Cellulose 1-2%
Matrix Filler
02/25/05 191196 7% 1luor Boiler #3, 6" TSI Asbestos ND
Silver paint cover, 1* layer Cellulose 1-2%
Sample #240, Non-friable Matrix Filler
02/25/05 191196-A 7™ floor Boiler #3, 6" TSI Asbestos ND
White weave cover, 2™ layer Cellulose 85-90%
Sample #240A. Non-friable Matrix Filler
02/25/05 191196-B 7% floor Boiler #3, 6" TSI Chrysotile 5-10%
White wsulation, 3" layer Amosite 15-20%
Sample #240B, Friable Cellulose 1-2%
Matrix Filler

Trace = Less than 1% is present. ND = No asbestos detccted. Method of limit detection is 1%. Results are based upon samples submitted for analysis only. Asbestos

includes chrysotile, amosite, crocidolite, anthophyllite, tremolite and actinolite. This analytical report relates only to the samples tested. It may not be used by the client to claim
product endorsement by NVLAP or any agency of the U.S. Government. In accordance with Title § of the California Code of Regulations, Section 1529, (k)(B)(2), to demonstrate that
the material is not asbestos containing material, samples shall be collecied as deseribed in 40 CFR 763.86. Sampeumles shall be collected by an accredited AHERA Building Inspector
i the following format:

Miscellaneous Material
[t is the discretion of the building

Thermal System Insulation
A minimum of three (3) samples per

Surfacing Material (spray-applied or troweled-on
Up to 100 square feet of matenal: a minimum of three (3) samples

1000 1o 5000 square feet of material: a mimmmum of five (5) samples type of material inspector
Greater than 5000 square feet of material: a minimum of seven (7) samples
NOTE: Tile, vinyl, foam, plastic and fine powder samples may contan asbestos fibers of such small dimensions that fibers may not be detected by PLM. If greater certainty is

required, more sensitive analytical methods such as X-ray DifTraction, Transmission Electron Microscopy and Scanning Electron Microscopy are recommended.  Any lab number
followed by a letter is identifying a layered sample. The number with letters represents a layer of the sample submitted.

This report shall not be reproduced except in full, and then only with the written approval of the DFHTC Laboratory. Design For
Health Training Center appreciates the opportunity to provide these services.

Sincerely,

Kabir Shefa
Director of Technical Services

This report has been reviewed for Quality Control by:
James Frese Dara Bailey

Kabir Shefa Virginia L. Shefa Lurry Frost
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